
Inspection Requirements
Information Sheet

These requirements must be met before obtaining an
inspection from the Building Inspector.

Footing inspections
■■ Job site address posted during entire construction

process.

■■ Inspection Record Card available.

■■ Approved plans and survey available.

■■ Engineer’s Soil Report available, if applicable.

■■ Excavation/form work completed. If reinforced,
secured per Code.

■■ Erosion control in place when required.

■■ Submit footing elevation verification by surveyor to
Engineering Division prior to the start of any framing.
(New homes only. See Residential Surveys
Information Handout on our Website.)

Foundation inspections
■■ Poured walls exceeding 4 feet in height must have an

inspection prior to placing the concrete.

Waterproofing/dampproofing
inspection
■■ Prior to backfill the foundation waterproofing or

dampproofing must be inspected. Any required
draintile system must also be in place at that time.

Framing inspections
■■ Building Inspection Record Cards posted.

■■ Approved plans available on site.

■■ Engineer approved and signed shop drawings for all
trusses, girders and hangers must be on site.

■■ Rough-In electrical, plumbing and heating work
inspected and approved.

■■ Fireplace approved if installed.

■■ All framing, fire blocking and bracing in place and
completed.

Insulation inspections
■■ Framing work inspected and approved.

■■ Insulation and vapor barriers in place and completed.

■■ Insulation protected from the weather.

Note: Recessed fixtures used in remodeling or new
construction must have both I.C. and air tight ratings when
the fixture comes in contact with insulation.

Note: When building a new home or addition, or removing
siding and replacing it, a Weather-Resistant Barrier
(Housewrap) inspection is required prior to any siding
being installed.

Final building inspection
■■ City approved plans are on site.

■■ Inspection Record Card posted.

■■ Final electrical, plumbing and heating work inspected
and approved.

■■ All referenced inspections on permit card are
inspected and approved.

■■ If blown or spray foam insulation has been installed
the insulator’s ticket is on site for review.

■■ Address numbers installed on building and visible
from street. Four (4) inches minimum height.

■■ Building is completed. Finish grading is done and sod
or seed is installed. If a new driveway and/ or addition
to and existing driveway is required the work is
complete. 

■■ ‘As-built ’ survey submitted to and approved by
Engineering Division. (New homes only)

Other information
■■ Water meter remote device will be remounted by the

Utilities Division after re-siding. There is no charge for
this service. Call 952-563-4580 (TTY: 952-563-8740).

■■ Enclosure/container provided on site for al l
construction-related rubbish. Contents periodically
disposed of to prevent littering of site or adjacent
areas until Final Inspection Approval.

Community Development Building and  Inspection 
1800 W. Old Shakopee Road
Bloomington  MN  55431-3027

PH 952-563-8930
FAX 952-563-8949
TTY 952-563-8740

E-MAIL  planning @ci.bloomington.mn.us
www.ci.bloomington.mn.us
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